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Executive summary 

Background 
LMS Energy Pty Ltd (LMS) proposes to upgrade the landfill biogas management infrastructure at the Lucas 
Heights Resource Recovery Park (LHRRP), by upgrading the existing power station to produce renewable energy 
from landfill biogas generated at the LHRRP. The project ensures appropriate capacity to manage forecast peak 
recoverable biogas and renewable energy generation would effectively continue through the remaining landfilling 
and post closure periods for the landfill. 

Purpose of this report 
This Bushfire Assessment report has been prepared on behalf of LMS to support the Environmental Impact 
Statement (EIS) for the project and responds to the Secretary’s Environmental Assessment Requirements 
(SEARs) for bushfire. 

This report is subject to, and must be read in conjunction with, the limitations set out in section 1.6 and the 
assumptions and qualifications contained throughout the report. 

Existing environment 
The project site is currently mapped as Bushfire Prone Land by the NSW Rural Fire Service (RFS)1. LHRRP is 
surrounded by Vegetation Category 1 on all sides and most of the new site works are within the vegetation buffer. 

For bushfire assessment purposes, the primary vegetation formations present outside of LHRRP and adjoining 
land are classified as ‘Forest’. Where cleared land is proposed and/or present throughout the project site, it is 
considered a Low Threat Vegetation exclusion under Australian Standard (AS)3959-2018 section 2.2.3.2. 

Impacts from the project during construction 
Some activities associated with construction of the project have the potential to be sources of ignition, which if not 
quickly controlled, could escalate into a bushfire. Potential sources of ignition from construction activities include: 

– Hot works – sparks from metal grinding, cutting, welding or other works capable of producing sparks that can 
land in dry, fine vegetative fuels. 

– Vehicle use – vehicles driven or parked off-road in long vegetation can be ignition sources if contact is made 
with hot engine parts such as exhaust system components. 

– Unapproved human activity – cigarette butts discarded by smokers into combustible materials or 
unauthorised fire use. 

– Storage of combustible materials – combustible materials stored for use during construction can be ignited 
if sparks or flames are accidentally introduced to the area. 

– Machinery use – the use of specialised plant and machinery used for site levelling or excavation can cause 
sparks from friction with rocks. 

Effective, reliable and proven risk controls can be applied to the range of construction activities to prevent 
accidental fire ignition and spread. With systematic risk controls addressing each of the fire ignition risks in place, 
the likelihood of fire ignition and spread during construction activities would be very low. Diligent implementation of 
risk controls can reasonably be expected to fully prevent fire ignition over the course of the project’s construction 
phase.   

 
1 https://www.planningportal.nsw.gov.au/spatialviewer/#/find-a-property/address 
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Impacts during operation 
Transformer fire or explosion was identified as a scenario with potential for offsite impact. Oil filled transformers 
can fail due to arc winding or bushings failure, leading to an explosion in the transformer and ensuing oil fire.  

Should the transformer fail or leak oil, the oil will be captured in the internal oil-catch bund. The bund will contain 
110% of the volume of the transformer oil. The additional 10% is an allowance for firefighting water and foam, in 
case of fire. As such fires are of localised effect, and the risk is typically reduced to the project site, given the 
controls, these fire events have not been subject to consequence modelling. 

The project site and structures would be inspected by field staff on a regular basis as part of routine maintenance. 
Key maintenance activities would include: 

– regular inspection and maintenance of structures and equipment 
– hot works if required to rectify faults or perform maintenance activities, as identified during routine 

maintenance inspections 
– vegetation maintenance within the project site to maintain appropriate clearances between equipment and 

site boundary. 

It is expected that only light vehicles and small to medium plant would be needed to access the project site to 
undertake these activities.  

Ongoing vegetation management would be conducted in accordance with LMS’s operational and safety 
environmental management plans for the purposes of maintaining the safe and effective functioning of the facility 
and to minimise the risk of fire ignition from vegetation coming into close proximity to equipment.  

The bioenergy facility control system is comprised of various programmable logic controllers managing different 
components of site operations, all monitored via a dedicated central site Supervisory Control And Data Acquisition 
(SCADA) system, allowing remote management and safe shutdown in the event of a fire.  

The operational bushfire risk as a result of the project is therefore considered low. 

Mitigation and management measures 
In addition to these work permits and controls, the following additional measures applied:  

– Recommendation 1 – An Asset Protection Zone (APZ) is to be provided to Inner Protection Area (IPA) 
standards in accordance with Table 5.1 as shown on Figure 5.2. 

– Recommendation 2 – APZ landscaping is to comply with Planning for Bushfire Protection, NSW Rural Fire 
Service (2019) (PBP) for APZ standards as summarised in section 5.2.2. 

– Recommendation 3 – Building work will comply with construction requirements as applicable to Class 5 to 8 
structures as detailed in section 5.2.2.  

– Recommendation 4 – Access to static water supplies to be provided as per recommendations detailed in 
section 4.6 and provision of onsite water storage for firefighting purposes  

– Recommendation 5 – Access to meet the recommendations detailed in section 4.5, section 6.2 and 
Appendix 3 of PBP  

– Recommendation 6 – Emergency management and evacuation plans are to be implemented prior to 
occupancy and operation of the project as summarised in section 6.2 and provided in Appendix A.  

Adoption of the measures described in this report is expected to reduce, to an acceptable level, both the risk of 
bushfire ignition by construction and/or operation of the project and the risk that bushfires in the landscape pose to 
the project across the construction and operation phases of the project. 
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Key terms, acronyms and abbreviations 

Terms and abbreviations Definition 

APZ Asset protection zone 

AS Australian Standard 

BAL Bushfire Attack Level 

BFDP Bushfire danger period  

BFMC Bush Fire Risk Management Committees 

BFPL Bush Fire Prone Land 

BFRMPs Bush Fire Risk Management Plans 

BPM Bushfire protection measure 

CEMP Construction environmental management plan  

CERP  Contingency and Emergency Response Plan 

EPA Environment Protection Authority 

EP&A Act Environmental Planning and Assessment Act 1979 (NSW) 

FDI Fire Danger Index 

HV High voltage 

IPA Inner Protection Area 

km Kilometres 

kV Kilovolt 

LFG  Landfill gas  

LGA Local government area 

LHRRP the Lucas Heights Resource Recovery Park 

LV Low voltage 

NPI National Pollutant Inventory 

NSW New South Wales 

NSW RFS New South Wales Rural Fire Service 

MW Megawatt  

MWh Megawatt hours  

m Metres 

OERP  Operational Environmental Risk Plan 

PBP Planning for Bushfire Protection, NSW Rural Fire Service (2019) 

SCADA Supervisory Control And Data Acquisition 
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1. Introduction 

1.1 Project overview 
LMS proposes to upgrade the landfill biogas management infrastructure at the LHRRP, by upgrading the existing 
power station to produce renewable energy from landfill biogas generated at the LHRRP (the project). 

The new bioenergy facility would be a like for like replacement of the existing power station, with improvements 
that comply with modern standards and regulations and forecasted biogas generation capacity requirements. The 
project ensures appropriate capacity to manage forecast peak recoverable biogas and renewable energy 
generation would effectively continue through the remaining landfilling and post closure periods for the landfill. 

1.2 Location 
The project is located within the Sutherland Shire local government area (LGA), about 30 kilometres southwest of 
the Sydney central business district within the suburb of Lucas Heights. Lucas Heights sits between the 
Gandangara State Conservation Area and Heathcote National Park, which is managed by the Department of 
Defence as a part of the Holsworthy Barracks. 

The bioenergy facility would be located on Lot 102 DP 1009354 (existing power station site) which has an area of 
approximately 1.80 hectares. 

The project site is accessed via Little Forest Road, off New Illawarra Road. An overview of the site context is 
shown on Figure 1.1.  

1.3 Key features 
The key features of the project are summarised in Table 1.1. 

Table 1.1 Key features of the project 

Project element Summary 

Output capacity 20 x 1.1 Megawatt (MW) modular lean burn generator sets to provide a total output of 
approximately 22 MW. 

Proposed built 
infrastructure 

New proposed infrastructure  
– Gas delivery and metering system 
– Transformers to step up the electrical output voltage from LV to HV to match the local grid 

voltage 
– Electricity metering, protection and communication equipment 
– Covered storage bund for chemical and coolant storage 
– HV Switchroom / Control room 
– Lightning poles 
– External lighting 
– Safety showers 
Retained/ upgraded infrastructure   
– Gas delivery, metering, filtration and condensate removal system 
– Lunchroom / Toilet 
– Offices / Workshop  
– Car parking for on site operators 
– External lighting 
– Gas conditioning and gas delivery infrastructure 
– Waste oil and clean oil tanks  
Buildings to be decommissioned  
– Workshop x 2  
– Existing generators  
– Existing flare facility 
– Cooling towers. 
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Project element Summary 

Utilities connections Proposed new connections  
– New underground HV electricity line to the Ausgrid 33 kilovolt (kV) distribution network as an 

extension of the connection from the existing on site electrical infrastructure to the Lucas 
Heights Zone Substation. 

Existing utilities  
– Fibre connection to the Lucas Heights Zone Substation  
– Potable water connection from LHRRP.  

Hours of operation  – 6am to 6pm for operational staff 
– Remote operation 24 hours per day, 7 days per week outside of operational hours.  

Workforce  – 6 full time equivalent (FTE) staff during operation 
– 15 FTE staff during construction. 

1.3.1 Key supporting infrastructure 
1.3.1.1 Ancillary infrastructure 
Ancillary infrastructure for the bioenergy facility would include the following: 

– biogas delivery, metering, filtration and condensate removal system  
– biogas quality monitoring 
– electrical transformers 
– site office/lunchroom and amenities, maintenance workshop/dry storage shed  
– high voltage (HV) switch room/control room   
– bunded storage for oil, coolant and chemicals 
– internal all weather roads 
– lightning protection and earth grid 
– security fence on boundary. 

1.3.1.2 Biogas delivery infrastructure  
The biogas management and extraction system for LHRRP connects to the existing power station. New 
connections to the generators would be established from the existing biogas network within the project site 
footprint. Condensate collected at the facility would be returned to the LHRRP leachate management system via 
existing infrastructure. 

1.3.1.3 Biogas monitoring  
Biogas composition and heating value monitoring will be conducted using two gas analysers, one on each of the 
two low pressure biogas supply lines. The biogas flow would be metered in the same location. The project would 
retain part of the existing biogas delivery infrastructure and add new biogas delivery skids to support biogas supply 
to the 20 new generators. 

1.3.1.4 Electrical transformers  
The bioenergy facility would include multiple step up transformers, each suitable for connection to two generators. 
The transformers shall be fitted with appropriate double HV bushings and LV terminations. All fittings on the 
transformers would be accessible with both the HV and LV compartments fitted. 

1.3.1.5 Site office 
The site has an existing workshop, site office and lunchroom which would be retained as part of the new facility.  
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1.3.1.6 High voltage switch room/ control room   
The high voltage switch room would have fire and smoke detection. It will have a wall mounted Fire Indicator Panel 
and will be protected by a Inergen (IG-541) gas flooding system, comprising six bottles of inert gas agent which 
will displace oxygen to suppress electrical fires in the switch room. 

1.3.1.7 Bulk oil storage  
The current site operates with two 20,000 litre bunded oil tanks for clean oil and waste oil near the southern end of 
the site. The integrity and capacity of the existing bulk oil tanks for use in ongoing operations would be reviewed 
as part of detailed design and commissioning and if required replaced or supplemented with new bunded tanks at 
the same location with a combined capacity of up to 60,000 litres.   

1.3.1.8 Chemical store 
A modular chemical storage bund containing coolant is located adjacent the oil tanks. Minor chemicals would be 
stored appropriately in the existing workshop, in chemical storage cabinets where required. 

1.3.1.9 Internal roadways and access  
The bioenergy facility would be accessed via an existing entry/exit point at Little Forest Road. Rear access to the 
LHRRP is also provided on the eastern boundary. These access points are be linked by internal access roads. All 
existing internal access roads would be retained as part of the new facility. A new internal access road would be 
formed along the southern boundary.  

The site has nine existing carparks which would be retained for further operations. Staff and visitors would use the 
main site entrance from Little Forest Road.  

1.3.2 Utility connections 
1.3.2.1 Grid export connection 
The facility would export electricity generated from biogas into the AusGrid network through a new 37 metre 
33 kilovolt (kV) underground connection to an existing AusGrid pole located on Lot 102 DP 1009354.  

From the AusGrid pole, electricity would be transmitted via an existing 33 kV feeder to the Lucas Heights Zone 
Substation, approximately 750 metres to the southeast at the ANSTO site.  

1.3.2.2 Communications 
An existing communications conduit extends to the site from the Ausgrid Lucas Heights Zone Substation.  

1.3.2.3 Water management 
A potable water supply is available to service the amenities and safety systems on site. The development requires 
minimal water inputs.  

Domestic wastewater (blackwater and greywater) would be collected and disposed of via the existing wastewater 
management infrastructure which is a pumped septic system which returns to the ANSTO site.  

Condensate (condensed water) knock out vessels would be retained from the existing power station. The 
condensate would be returned to the LHRRP leachate management system via existing infrastructure. 
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1.4 Secretary’s Environmental Assessment 
Requirements 

The specific SEARs addressed in this report are summarised in Table 1.2. 

Table 1.2 SEARs relevant to this assessment 

Requirement Where addressed in this report 

A bushfire assessment report that addresses the aims and objectives of Planning for 
Bushfire Protection 2019 and includes: 
– details of proposed operational access details of proposed operational access for 

emergency services personnel  
– details of emergency and evacuation arrangements for occupants/visitors. 

This report (Bushfire 
assessment) 
Section 6.2 (details for 
emergency and evacuation 
arrangements and access) 

A draft bush fire emergency management and evacuation plan that provides an outline 
of how the development will be managed / mitigated to address potential bush fire 
impacts 

Section 5.2.1 (proposed fire 
safety design features) 
Section 6 (mitigation measures) 
Appendix B 

1.5 Purpose of this report 
The purpose of this report is to assess bushfire risks. The report: 

– addresses the relevant SEARs 
– considers the relevant issues discussed in public authority responses to request for key issues 
– assesses potential impacts during all stages of the project (construction and operation)  
– recommends measures to mitigate and manage the potential impacts identified.  

1.6 Scope and limitations 
This report: has been prepared by GHD for LMS Energy Pty Ltd and may only be used and relied on by LMS 
Energy Pty Ltd for the purpose agreed between GHD and LMS Energy Pty Ltd as set out in section 1.5 of this 
report. 

GHD otherwise disclaims responsibility to any person other than LMS Energy Pty Ltd arising in connection with 
this report. GHD also excludes implied warranties and conditions, to the extent legally permissible. 

The services undertaken by GHD in connection with preparing this report were limited to those specifically detailed 
in the report and are subject to the scope limitations set out in the report.  

The opinions, conclusions and any recommendations in this report are based on conditions encountered and 
information reviewed at the date of preparation of the report. GHD has no responsibility or obligation to update this 
report to account for events or changes occurring subsequent to the date that the report was prepared. 

The opinions, conclusions and any recommendations in this report are based on assumptions made by GHD 
described in this report. GHD disclaims liability arising from any of the assumptions being incorrect. 

GHD has prepared this report on the basis of information provided by LMS Energy Pty Ltd and others who 
provided information to GHD (including Government authorities)], which GHD has not independently verified or 
checked beyond the agreed scope of work. GHD does not accept liability in connection with such unverified 
information, including errors and omissions in the report which were caused by errors or omissions in that 
information. 
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2. Methodology  

2.1 Study area 
For the purposes of the assessment the project footprint and study area have been defined as follows:  

– Project footprint – the area that would be directly disturbed by construction and operation of the project as 
defined in Figure 2.1. 

– Study area – the area that includes the project footprint and the surrounding area up to 140 metres from the 
proposed structures, as defined by the Planning for Bushfire Protection, (PBP) NSW Rural Fire Service (RFS) 
(2019). The broader landscape, as shown in Figure 1.1, is also considered in the assessment to capture the 
risk of landscape scale fires coming from and spreading to the project footprint.  
The study area is also shown in Figure 4.2.  

2.2 Assessment 
A desktop assessment was undertaken that included review of:  

– Bushfire prone land (BFPL) mapping via the NSW Planning Portal Spatial Viewer. 
– Vegetation types, classification, structure and fuel characteristics based on survey data presented in previous 

biodiversity assessment reports and bushfire assessments.  
– Existing and proposed LHRRP infrastructure and assets and the project description, including design, 

construction, commissioning and operation activities along with relevant LMS procedures and guidelines. The 
infrastructure inclusive to the project footprint identified to require bushfire mitigation measures is includes a 
shed, storage bunds, generator units and an LV switch room as part of the bioenergy facility identified in 
Figure 2.1.  

– Bushfire history.  
– Regional weather and characteristics of the project footprint and study area topography. 
– Potential bushfire behaviour and risk scenarios. 
– Proposed changes/upgrades to access and egress. 

2.3 Consultation with Rural Fire Service 
Consultation has been undertaken with NSW RFS. Advice received from the RFS dated 9 December 2025 was 
reviewed and addressed within this report. That advice was subsequently updated and re-issued to correct the 
required Asset Protection Zone (APZ) dimension to the north of the site. 

Following further clarification with the RFS, it was confirmed that the appropriate APZ setback to the northern 
boundary is 29 metres, consistent with the requirements of the PBP 2019 for the identified vegetation 
classification. The earlier reference to a greater setback reflected an interim interpretation of vegetation extent and 
has since been resolved. 

The APZ requirements adopted in this assessment therefore align with the confirmed RFS advice and PBP 2019, 
and no additional land management beyond the assessed APZ extent is required. 

RFS also requested an alternative emergency vehicle access plan which has been included within the  

The RFS correspondence is included as Appendix A. 

Key advice and recommendations provided by RFS has been assessed for compliance in Section 6 of this report.  
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3. Legislative and policy context 

3.1 Environmental Planning and Assessment Act 1979 
The Environmental Planning and Assessment Act 1979 (EP&A Act) requires that any development on bushfire 
prone land for any purpose complies with PBP. Councils maintain and update maps of BFPL in their region. 

While the project is partially located on BFPL (Vegetation Buffer), state significant development is exempt from this 
requirement. Further information regarding PBP and its application to the assessment is provided in section 3.4. 
However, the SEARs can (and do) set requirements for consideration of bushfire risk, and these have a statutory 
effect. 

3.2 Rural Fires Act 1997 
In accordance with the provisions of the Rural Fires Act 1997, Bush Fire Risk Management Committees (BFMC) 
are constituted for LGAs or groups of LGAs to prepare Bush Fire Risk Management Plans (BFRMPs) for the areas 
under their jurisdiction. BFRMPs detail information on the bushfire risks within the BFMC area and outline how 
land managers along with fire authorities plan to effectively manage those risks through implementing various 
bushfire risk treatment strategies. Preparation of BFRMPs is an inter-agency process, led and facilitated by the 
NSW RFS, with completed plans approved by the NSW Bush Fire Coordinating Committee. 

A BFRMP prepared by the Sutherland Shire Bush Fire Management Committee (SSBFMC, 2025) applies to the 
study area. This plan was approved in June 2025. 

3.3 State Environmental Planning Policy (Resilience and 
Hazards) 

State Environmental Planning Policy (SEPP) (Resilience and Hazards), 2021, aims to manage risks and build 
resilience related to hazards. Development controls related to hazardous development and offensive industry, 
remediation of land and the approach to planning within coastal management areas are included. Chapter 3 
outlines the development assessment process in relation to hazardous and offensive industries.  

The Department of Planning, NSW, 2011, Applying SEPP 33: Hazardous and Offensive Development Application 
Guidelines continues to provide the process for assessing if developments are potentially hazardous or offensive 
under SEPP (Resilience and Hazards), including threshold levels that trigger the potentially hazardous or offensive 
status.  
A Preliminary Hazard Assessment was completed by GHD (2025) (Technical Report 3) that indicates SEPP 33 
screening thresholds are not exceeded by the project, however the project is still considered a ‘potentially 
hazardous industry’ due to the proximity of current and future proposed public spaces to the site. Under the SEPP, 
Hazardous Industry Planning Advisory Paper No. 2 Fire Safety Study Guidelines (NSW Department of Planning 
2011) would apply to the project. A fire study in accordance with the paper will be required to be completed post 
approval. 

3.4 Planning for Bushfire Protection 
PBP is principally directed to assessing bushfire risk to residential and other development. While state significant 
development is exempt from requiring a Bush Fire Safety Authority under Section 100B of the Rural Fires Act 1997 
and are not required to be assessed under EP&A Act s4.14. PBP provides guidance for the consideration of 
bushfire risk to the project and has been used in this assessment. 
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The aim of PBP is to provide for the protection of human life and minimise impacts on property from the threat of 
bushfire, while having due regard to development potential, site characteristics and protection of the environment. 
It is underpinned by several principles: 

– Bushfire protection measures (BPMs): a range of measures used to minimise the risk from a bush fire that 
need to be complied with. They may include any combination of the following: APZs, construction provisions, 
suitable access, water and other utilities, landscaping, and emergency planning. 

– Risk: the likelihood and consequence of a bushfire igniting, spreading and causing life loss or damage to 
assets of value to the community. Protection measures are proportional to the threat or risk bushfires pose to 
a development. Note that regardless of any setbacks or protection measures, the safety of a development 
exposed to a bushfire hazard cannot be entirely guaranteed. 

– Managing interfaces: threats posed by bushfires are diminished by reducing the direct interface between 
developments and bushfire hazards. 

– Good practice in planning and management: planning for bushfire resilience though design, building and 
operation of a development reduces risk and increases bushfire resilience of the development and its users. 

Under section 8.3.1 of the PBP, the bioenergy facility structures and ancillary equipment would be classified as 
Class 5 to 8 structures under the National Construction Code (NCC) for non-residential buildings such as offices or 
industrial facilities. Generators are typically classified as Class 10A, lightning poles as Class 10B, 
lunchroom/amenities as Class 5, workshops as Class 7, and switchroom as Class 8.  

There are no bushfire protection requirements for Class 5 to 8 and Class 10 structures, however commercial and 
industrial development with no residential component is held to the aims and objectives of PBP and requires that 
appropriate bushfire protection measures be put in place. 

Under section 8.3.2 of the PBP, the shed proposed along the eastern boundary would be classified as a Class 10a 
structure. There are no bushfire protection requirements for Class 10a structures that are located more than 6 
metres from a habitable structure or dwelling. 

3.5 Australian Standard AS 3959:2018 Construction of 
buildings in bushfire-prone areas 

Australian standard AS3959-2018 provides a simplified procedure for determining bushfire attack level (BAL). This 
provides a way to measure the severity of a structure’s potential exposure to ember attack, radiant heat and direct 
flame contact and is used as the basis for establishing requirements for construction and fire protection measures. 
The BAL exposure is determined by combining the attributes of vegetation type and extent, slope and Fire Danger 
Index (FDI). 
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Figure 4.1 Wind roses – frequency of counts by wind direction (%) – Holsworthy AWS 
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5.3 Cumulative impacts 
Section 7.1 of the EIS outlines the assessment methodology for cumulative impacts including the methods for 
identifying what projects have been considered as part of the cumulative assessments for the project.  

Three projects were identified for consideration as part of the cumulative assessment. The following projects have 
been considered: 

– LHRRP Flare Facility  
– Lucas Heights Western Extension.   

Table 5.2 outlines the potential cumulative impacts relevant to each assessment. 

Table 5.2 Potential cumulative bushfire impacts for the project 

Project and status Brief description  Potential cumulative impact 

LHRRP Flare Facility  
Mod 3 – SSD-6835 
Approved  

Construction and operation of an enclosed flaring facility that 
would comprise four 3,000 m3/hour and one 1,000 m3/hour 
landfill gas combustion capacity flares. 
The project is immediately north of the project footprint. 

Due to the proximity of the 
project and this site, cumulative 
bushfire impacts are 
considered likely.  

Lucas Heights 
Western Extension 
SEARs issued – EIS 
in progress 
SSD-78269209 

Expansion of the LHRRP landfill to the west of the approved 
current landfill footprint into a part of the LHRRP formerly used 
as a gun club.  
The proposed extension project is located within the LHRRP to 
the north west of the project footprint. 

Construction of the bioenergy 
facility is anticipated to be 
completed prior to commencing 
construction of the Western 
Expansion, and cumulative 
bushfire impacts are not 
considered likely. 

5.3.1 LHRRP 
Other potential sources of fire generated within the LHRRP may include:  

– landfill surface or subsurface fire within the waste mass 
– FOGO facility fire 
– plant or equipment fire. 

Appropriate fire prevention, detection and suppression (firefighting) measures would be provided as described in 
section 6. Site operational procedures would also include preventative measures and actions for plant and 
equipment in the event of a landfill fire. These measures would reduce the likelihood and extent of any onsite fires 
and potential for damage to property and personnel should a fire occur. 
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6. Environmental management and 
mitigation  

6.1 Approach 
LMS will following existing procedures and protocols for hot works and fire risk works. In addition to these existing 
procedures and controls, the bushfire risk for the project would be managed through the implementation of a 
Bushfire Emergency Management and Evacuation Plan as part of the Contingency and Emergency Response 
Plan (CERP) and Operational Environmental Risk Plan (OERP).  

The Plan will contain BPMs for the construction and operational phases of the project based on guidance from 
PBP, LMS standard operating procedures and Cleanaway’s standard bushfire risk management procedures for 
LHRRP which were developed in consultation with NSW RFS. Adoption of the measures described in this report is 
expected to reduce to an acceptable level, both the risk of bushfire ignition by construction and operation of the 
project and the risk that bushfires in the landscape pose to the project. LMS will liaise and cooperate with NSW 
RFS on BPMs to minimise the risk of bushfire ignition from the project site. Measures will include maintenance of 
safe clearances between vegetation and structures and fire safety features. 

6.2 Emergency management  
Emergency management planning is necessary to mitigate bushfire risk.  

The NSW RFS and Fire and Rescue NSW are the primary emergency response agencies for any fire-related 
incident affecting the project footprint. In the case of a fire igniting in/around the project footprint:  

– personnel who are present should attempt to extinguish the fire, if safe to do so 
– others present on site should be alerted to the presence of the fire 
– contact emergency services on 000 
– evacuate personnel to a safe location. 

Operational access would be via the site access point of Little Forest Road. Emergency services may access the 
site via the main entrance or alternative access points from LHRRP or using the Mill Creek Mountain Bike Trail 
entrance off New Illawarra Road and internal haul roads to the southern access gate. 

A Bushfire Emergency Management and Evacuation Plan has been prepared and will be implemented for 
construction of the project in accordance with the Guide to Developing a Bush Fire Emergency Management and 
Evacuation Plan (RFS, 2014). Evacuation procedures would be consistent with the LHRRP Emergency Response 
Plan (Cleanaway 2025). The LHRRP evacuation assembly area for both occupants and visitors closest to the 
project site is located outside the landfill office at the site entrance.  

The Bushfire Emergency Management and Evacuation Plan is to be incorporated into the Construction 
Environmental Management Plan (CEMP) and Operational Environmental Management Plan (OEMP). A copy of 
the Plan would be provided to the Local Emergency Management Committee for its information prior to occupation 
of the development.  

A draft Bushfire Emergency Management and Evacuation Plan is provided in Appendix B. 

6.3 Access 
Property access arrangements have been assessed against the requirements of Table 7.4a of Planning for Bush 
Fire Protection 2019 and are considered compliant. An assessment against RFS advice is provided against each 
of the access requirements below.  

In addition, RFS have requested an alternative emergency access route for the project, which has been included 
within the Bushfire Emergency Management and Evacuation Plan.  
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– Property access roads are designed as two-wheel drive, all-weather roads with a surface capable of 
supporting fully loaded firefighting appliances up to 23 tonnes. 

– Access is provided for a Category 1 fire appliance to within 4 metres of the onsite static water supply, 
consistent with PBP requirements where reticulated water is not available. 

– Hydrants are not proposed, as the development does not rely on a reticulated water supply. Instead, a 20,000 
L onsite static water tank with a compliant firefighting connection will be provided in accordance with Table 
7.4a of PBP.  

– Buildings located more than 200 metres from a public through road are served by at least one alternative 
access route, enabling safe emergency ingress and egress. 

– Access roads provide a minimum 4 metre carriageway width and a minimum vertical clearance of 4 metres, 
including to any overhanging vegetation. 

– Turning areas are provided in accordance with Appendix 3 of PBP, enabling safe manoeuvring of firefighting 
appliances. 

– Road geometry has been designed to minimise curves, with a minimum inner curve radius of 6 metres and a 
minimum separation of 6 metres between inner and outer curves, facilitating rapid access and egress. 

– Road crossfall does not exceed 10 degrees. 
– Maximum grades do not exceed 15 degrees for sealed roads and 10 degrees for unsealed roads. 
– Where unavoidable constraints exist, short constrictions are limited to a minimum width of 3.5 metres, extend 

no more than 30 metres, and do not compromise emergency access. 

On this basis, the property access arrangements are considered to be consistent with the intent and performance 
outcomes of Table 7.4a of Planning for Bush Fire Protection 2019.  

6.4 Landscaping  
Landscaping within the IPA has been assessed against the requirements of Appendix 4 of Planning for Bush Fire 
Protection 2019 and is considered compliant. The proposed landscaping incorporates the following principles: 

– A minimum 1 metre wide cleared area suitable for pedestrian access is provided around the immediate 
curtilage of all buildings. 

– Planting in the immediate vicinity of buildings is limited to reduce the risk of fire spread. 
– Trees and shrubs are isolated or in small clusters, ensuring no continuous canopy is formed adjacent to 

buildings. 
– Low-flammability vegetation species are used, including smooth-barked species that do not carry fire into the 

crown, and avoiding species with rough or fibrous bark, bark that sheds in long strips, or trees retaining dead 
material. 

– Deciduous species that increase surface fuel (e.g., leaf litter) are avoided. 
– Climbing species are not planted on walls or pergolas. 
– Combustible materials such as woodchips, mulch, fuel stores, timber garden furniture, and sheds or pergolas 

are located well away from buildings. 

Existing landscaping within the IPA will be maintained in perpetuity in accordance with Appendix 4 of PBP to 
ensure ongoing bushfire protection. No new landscaping is proposed for the project.  
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6.5 Mitigation measures 
Proposed mitigation measures are summarised and assessed for compliance in Table 6.1.  

Table 6.1 Mitigation measures 

Control type Mitigation measures Compliance notes Timing 

Asset 
Protection 
Zone 

From the commencement of construction and for the 
life of the development, land surrounding the 
buildings will be established and maintained as an 
APZ to IPA standards in accordance with Appendix 4 
of Planning for Bush Fire Protection 2019, as follows: 
– North: minimum distance of 29 m 
– Southeast: minimum distance of 16 m or to the 

site boundary, whichever is less; 
– South: to the site boundary 
– West: to the site boundary. 

Can comply 
An APZ is proposed to be 
implemented around all new 
habitable buildings within the 
project site.  
 

Construction 

When establishing and maintaining the APZ to IPA 
standards, the following requirements shall be 
implemented: 
– Tree canopy cover should be less than 15% at 

maturity; 
– Trees a maturity should not touch or overhang the 

buildings; 
– Lower limbs should be removed up to a height of 

2m above the ground; 
– Tree canopies should be separated by 2 to 5 m; 
– Preference should be given to smooth barked and 

evergreen trees; 
– Large discontinuities or gaps in vegetation should 

be provided to slow down or break the progress 
of fire towards buildings; 

– Shrubs should not be located under trees; 
– Shrubs should not form more than 10% ground 

cover; and 
– Clumps of shrubs should be separated from 

exposed windows and doors by a distance of at 
least twice the height of the vegetation. 

– Grass should be kept mown (as a guide grass 
should be kept to no more than 100 mm in 
height); and 

– Leaves and vegetation debris should be removed. 

Can comply 
The APZ shall be managed in 
accordance with the IPA 
standards. No new landscaping 
is proposed.  

Operation 

To provide the 29 m APZ to the north, an agreement 
is required to be arranged with the adjoining 
landowner to allow LMS to manage and maintain the 
APZ to its fullest extent. 

Can comply 
LMS will seek to enter into an 
agreement with the adjoining 
land occupier (Cleanaway) 
within Lot 1 DP 1009354 to 
enable ongoing maintenance of 
the APZ. 

Pre-
construction 

Bushfire 
management, 
evacuation 
and 
emergency 
planning  

Details of bushfire management are to be 
documented in a Bush Fire Emergency Management 
and Evacuation Plan. The Plan must be prepared in 
accordance with and consistent with the NSW Rural 
Fire Service document A Guide to Developing a Bush 
Fire Emergency Management and Evacuation Plan. 
The Plan will include the following information: 
– nomination of an alternative access route 
– formal preparedness procedures for staff and 

contractors to maintain awareness of and 

Can comply 
A Bushfire Emergency 
Management and Evacuation 
Plan has been prepared. 
Evacuation procedures would 
be consistent with the LHRRP 
Emergency Response Plan 
(Cleanaway 2025) 
Refer to Appendix B for further 
details.  

Construction / 
Operation 
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respond to escalating forecast fire danger 
including identification of firefighting equipment 
and fire water supply 

– formal pre-rehearsed procedures for staff and
contractors to respond to respond to a formal
bushfire warning being issued by emergency
services, including identification of escape routes
and refuge areas.

Construction 
requirements 

All new buildings, and any upgraded existing 
buildings or infrastructure, will be designed and 
constructed in accordance with AS 3959:2018 
(Sections 3 and 7 – BAL–29) or, where applicable, 
the NASH Standard (2014, Amendment 1.7.14) 
National Standard for Steel-Framed Construction in 
Bushfire Areas, and Section 7.5 of Planning for Bush 
Fire Protection (PBP). 

Can comply 
The proposed building 
elements exposed to BAL 29 or 
less must be constructed to 
meet BAL 29. 

Construction 

Southeastern generator units located within areas 
assessed as BAL–FZ will be constructed using non-
combustible materials in accordance with relevant 
bushfire construction standards. 

Can comply 
The proposed building 
elements exposed to BAL FZ 
would be constructed using 
non-combustible materials. 

Construction 

Existing buildings will be upgraded to improve ember 
protection by enclosing all openings (excluding roof 
tile spaces) or fitting openings with non-corrosive 
metal mesh with a maximum aperture of 2 mm. This 
will include, where applicable, sub-floor areas, 
openable windows, vents, weepholes and eaves. 
External doors will be fitted with draft excluders. 

Required to comply 
Ember protection upgrades 
would be provided for existing 
habitable buildings on site 
(Class 5-8) 

Construction 

Water supply 
and utility 
services 

A minimum 20,000 L static water supply shall be 
provided on site for firefighting purposes and will be 
designed, installed and maintained in accordance 
with Table 7.4a of Planning for Bush Fire Protection 
2019. 

Can comply 
An existing firewater supply is 
available within Lot 101 to 
support emergency response 
requirements for the project. 
The supply comprises an 
existing 120,000 litre concrete 
firewater tank, which remains 
operational and functional, and 
is serviced by a dedicated 
pumping shed. The tank is 
supplied via a water main 
located near the adjacent (now 
decommissioned) water tower. 
The firewater tank includes 
pump and hydrant-style 
connections and is readily 
accessible to emergency 
vehicles from the adjacent 
internal LHRRP road network, 
within 15 m of the project site.  
Access arrangements have 
been confirmed with 
Cleanaway with provisions in 
place for use of the tank during 
fire or emergency events in 
accordance with existing 
emergency response 
procedures. 
The availability of this on-site 
firewater supply provides a 
secured and reliable source of 
water for firefighting purposes 
consistent with the intent of 

Construction / 
Operation 
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Planning for Bush Fire 
Protection 2019. 
Refer to Appendix B for the 
location of this water supply.  
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7. Evaluation and conclusions
This bushfire assessment considers the potential bushfire risks arising from the construction and operation of the 
project, both in terms of the impacts on the project and impacts arising from the project.  

The northern portion of the site is located on land classified as BFPL (Vegetation buffer) which is part of the 100 
metre buffer that surrounds the existing LHRRP. The LHRRP is surrounded by forested areas classified as 
bushfire prone land (Vegetation Category 1) which is high risk for bush fires. 

During construction and operation, the bushfire risks are associated with two main scenarios: 

– the ignition and movement of fires from surrounding vegetation into the project footprint
– the ignition of bushfires within the project footprint and movement into surrounding areas.

A Bushfire Emergency Management and Evacuation Plan will be developed for construction and operational 
phases of the project, based on guidance from PBP and existing bushfire management procedures and controls 
for LHRRP. A draft Bushfire Emergency Management and Evacuation Plan has been prepared to support the 
assessment.  

Other measures include maintenance of existing access arrangement to ensure suitability for emergency service 
vehicle response, the implementation and maintenance of both existing and proposed water availability to the 
bioenergy facility to meet the relevant requirements outlined in NSW RFS guidelines. 

Adoption of the measures described in this report is expected to reduce the risk of bushfire ignition by construction 
and/or operation of the project and the risk that bushfires in the landscape pose to the project across the 
construction and operation phases of the project.
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Appendix A  
Rural Fire Service agency advice  
  
  



Department of Planning, Housing and Infrastructure (Major 
Projects)
Locked Bag 5022
Parramatta NSW 2124

Your reference: SSD-79933225
Our reference: DA20250214000583-EIS & DA 
Exhibition-1 
                        

ATTENTION: Ellen Luu Date: Tuesday 9 December 2025

Dear Sir/Madam,

State Significant Development – Waste or resource management facility
Request for comments – exhibited Environmental Impact Statement (EIS)
Lucas Heights Bioenergy Facility - Little Forest Road Lucas Heights NSW 2234, 102//DP1009354

Reference is made to correspondence dated 06/11/2025 seeking comments regarding the Environmental Impact
Statement (EIS) currently being exhibited, for the above State Significant Development in accordance with the
Environmental Planning and Assessment Act 1979.  

The New South Wales Rural Fire Service (NSW RFS) has reviewed the EIS and provides the following comments;

Asset Protection Zones
Intent of measures: to provide sufficient space for fire fighters and other emergency services 
personnel, ensuring radiant heat levels permit operations under critical conditions of radiant heat, smoke and 
embers, while supporting or evacuating employees.
 
1. From the start of building works, and in perpetuity to ensure ongoing protection from the impact of bush fires,
the property around the buildings, must be maintained as an inner protection area (IPA), in accordance with the 
requirements of Appendix 4 of Planning for Bush Fire Protection 2019, as follows:

● North for a distance of 56 metres;
● South East for a distance of 16 metres and or up to the site boundary;
● South up to the subject lots site boundary; and,
● West up to the subject lots site boundary.

 
When establishing and maintaining an IPA the following requirements apply:

● tree canopy cover should be less than 15% at maturity;
● trees at maturity should not touch or overhang the building;
● lower limbs should be removed up to a height of 2m above the ground;
● tree canopies should be separated by 2 to 5m;
● preference should be given to smooth barked and evergreen trees;
● large discontinuities or gaps in vegetation should be provided to slow down or break the progress of fire 

towards buildings;
● shrubs should not be located under trees;

1

Postal address 

NSW Rural Fire Service
Locked Bag 17 
GRANVILLE  NSW  2142

Street address 

NSW Rural Fire Service
4 Murray Rose Ave
SYDNEY OLYMPIC PARK  NSW  2127

T (02) 8741 5555
F (02) 8741 5550
www.rfs.nsw.gov.au



● shrubs should not form more than 10% ground cover; and
● clumps of shrubs should be separated from exposed windows and doors by a distance of at least twice

the height of the vegetation.
● grass should be kept mown (as a guide grass should be kept to no more than 100mm in height); and,
● leaves and vegetation debris should be removed.

Construction Standards
Intent of measures: to ensure that buildings are designed and constructed to withstand the potential impacts 
of bush fire attack.

2. Proposed construction of the new and upgraded existing buildings and infrastructure, must comply with
Sections 3 and 7 (BAL 29) Australian Standard AS3959-2018 Construction of buildings in bush fire-prone areas or
NASH Standard (1.7.14 updated) National Standard Steel Framed Construction in Bushfire Areas – 2014 as
appropriate and Section 7.5 of Planning for Bush Fire Protection 2019.

3. The existing buildings, must be upgraded to improve ember protection by enclosing all openings (excluding
roof tile spaces) or covering openings with a non-corrosive metal screen mesh with a maximum aperture of
2mm. Where applicable, this includes any sub floor areas, openable windows, vents, weepholes and eaves.
External doors are to be fitted with draft excluders.

4. Proposed construction of the south eastern generator units, must be undertaken using non-combustible
materials, as per the BAL Plan, Figure 5.1, as illustrated in the document titled ‘Lucas Heights Bioenergy Facility -
Bushfire Assessment’ prepared by GHD Pty Ltd (Project Number: 12649882, Rev: 0, dated 17 October 2025).

Access – Property Access
The intent of measures: to provide safe operational access to structures and water supply for 
emergency services, while residents are seeking to evacuate from an area.

5. Property access roads, must comply with the following requirements of Table 7.4a of Planning for Bush Fire
Protection 2019:

● property access roads are two-wheel drive, all weather roads;
● the capacity of road surfaces is sufficient to carry fully loaded firefighting vehicles (up to 23 tonnes);
● hydrants are provided in accordance with the relevant clauses of AS 2419.1:2005;
● there is suitable access for a Category 1 fire appliance to within 4m of the static water supply where no

reticulated supply is available;
● at least one alternative property access road is provided for buildings or groups of buildings, that are

located more than 200 metres from a public through road;
● minimum 4m carriageway width;
● a minimum vertical clearance of 4m to any overhanging obstructions, including tree branches;
● property access must provide a suitable turning area in accordance with Appendix 3;
● curves have a minimum inner radius of 6m and are minimal in number to allow for rapid access and

egress;
● the minimum distance between inner and outer curves is 6m;
● the crossfall is not more than 10 degrees;
● maximum grades for sealed roads do not exceed 15 degrees and not more than 10 degrees for unsealed

roads; and,
● Some short constrictions in the access may be accepted where they are not less than 3.5m wide, extend

for no more than 30m and where the obstruction cannot be reasonably avoided or removed.

2



Water and Utility Services
The intent of measures: to provide adequate services of water for the protection of buildings, during and after 
the passage of a bush fire, and to locate gas and electricity so as not to contribute to the risk of fire to 
a building/ structure.  
 
6. The provision of water, electricity and gas, must comply with the following in accordance with Table 7.4a of 
Planning for Bush Fire Protection 2019:

● A 20,000 litre static water supply tank must be provided on site;
● a connection for firefighting purposes is located within the IPA or non-hazard side and away from the 

structure;
● 65mm Storz outlet with a ball valve is fitted to the outlet;
● ball valve and pipes are adequate for water flow and are metal;
● supply pipes from tank to ball valve have the same bore size to ensure flow volume;
● underground tanks have an access hole of 200mm to allow tankers to refill direct from the tank;
● a hardened ground surface for truck access is supplied within 4m;
● above-ground tanks are manufactured from concrete or metal;
● raised tanks have their stands constructed from non combustible material or bush fire resisting timber ‐ ‐

(see Appendix F of AS 3959);
● unobstructed access can be provided at all times;
● underground tanks are clearly marked;
● tanks on the hazard side of a building are provided with adequate shielding for the protection of 

firefighters;
● all exposed water pipes external to the building are metal, including any fittings;
● where pumps are provided, they are a minimum 5hp or 3kW petrol or diesel-powered pump, and are 

shielded against bush fire attack; any hose and reel for firefighting connected to the pump shall be 
19mm internal diameter; and,

● fire hose reels are constructed in accordance with AS/NZS 1221:1997, and installed in accordance with 
the relevant clauses of AS 2441:2005;

● where practicable, electrical transmission lines are underground;
● where overhead, electrical transmission lines are proposed as follows:

a) lines are installed with short pole spacing (30m), unless crossing gullies, gorges or riparian areas; and
b) no part of a tree is closer to a power line than the distance set out in accordance with the specifications in 
ISSC3 Guideline for Managing Vegetation Near Power Lines.

● reticulated or bottled gas is installed and maintained in accordance with AS/NZS 1596:2014 and the 
requirements of relevant authorities, and metal piping is used;

● all fixed gas cylinders are kept clear of all flammable materials to a distance of 10m and shielded on the 
hazard side;

● connections to and from gas cylinders are metal;
● polymer sheathed flexible gas supply lines are not used; and‐
● above-ground gas service pipes are metal, including and up to any outlets.

 
Landscaping Assessment
Intent of measures: to provide sufficient space and maintain reduced fuel loads to ensure radiant heat levels 
at the buildings are below critical limits and prevent direct flame contact.
 
7. Landscaping within the required asset protection zone, must comply with Appendix 4 of Planning for Bush Fire
Protection 2019. In this regard, the following principles are to be incorporated:

● A minimum 1 metre wide area, suitable for pedestrian traffic, must be provided around the immediate 
curtilage of the building;
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● Planting is limited in the immediate vicinity of the building;
● Planting does not provide a continuous canopy to the building (i.e. trees or shrubs are isolated or located

in small clusters);
● Landscape species are chosen to ensure tree canopy cover is less than 15% (IPA), and less than 30%

(OPA) at maturity and trees do no touch or overhang buildings;
● Avoid species with rough fibrous bark, or which retain/shed bark in long strips or retain dead material in

their canopies;
● Use smooth bark species of trees species which generally do not carry a fire up the bark into the crown;
● Avoid planting of deciduous species that may increase fuel at surface/ ground level (i.e. leaf litter);
● Avoid climbing species to walls and pergolas;
● Locate combustible materials such as woodchips/mulch, flammable fuel stores away from the building;
● Locate combustible structures such as garden sheds, pergolas and materials such as timber garden

furniture away from the building; and,
● Low flammability vegetation species are used.

Emergency and Evacuation Planning
Intent of measures: to provide suitable emergency and evacuation arrangements, for employees of 
the development.

8. A Bush Fire Emergency Management and Evacuation Plan, must be prepared and be consistent with the NSW
RFS document: A Guide to Developing a Bush Fire Emergency Management and Evacuation Plan. The Bush Fire
Emergency Management and Evacuation Plan should include planning for the early relocation of occupants. A
copy of the Bush Fire Emergency Management and Evacuation Plan should be provided to the Local Emergency
Management Committee for its information prior to occupation of the development.

General Advice – Applicant to Note
● The recommendations are based on the document titled ‘Lucas Heights Bioenergy Facility - Bushfire

Assessment’ prepared by GHD Pty Ltd (Project Number: 12649882, Rev: 0, dated 17 October 2025).

For any queries regarding this correspondence, please contact Craig Casey on 1300 NSW RFS.

Yours sincerely,

Kristy Chedid
Supervisor Development Assessment & Plan
Built & Natural Environment
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Appendix B 
Draft Bushfire Emergency Management 
and Evacuation Plan  
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